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FOUNDATION NOTES:

L.
c.

3000 P.S.I. CLASS A CONCRETE PLACED NEXT TU UNDISTURBED EARTH,

4-3/4"x24" GALVANIZED ANCHOR BOLTS (3" PROJECTIONY WITH
LEVELING NUTS & WASHERS,

CUNSTABLE SOILS, AND/OR POLE HEIGHTS CHANGE, SHALL REQUIRE SPECIAL

ENGINEERING.

- ALL FINISHED POLE FUUNDATIONS SHALL BE CHAMFERED.
. TUP OF BASE SHALL Bt LEVEL AND ELEVATION OF TUP OF BASE SHALL BE

EQUAL TU TOP OF CURB

CONCRETE BASE FOR PARKING LOT
LIGHT STANDARDS

NO SCALE

KFUR LIGHT POLES IN OR UON THE EDGE OF PARKING LUOTS
PAINT COUNCRETE FOUNDATION YeELLUOW,

CUNCRETE IN FRONT 0OF BUILDING 1
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GHWH & GHWHR DN TO
MANIFOLD AND PUMPS
1-P13 AND 1-P14. SEE
DETAIL 4 /H4.

/EXIST‘ LPR (VER)

T_—@(VER)
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1=RCP-1

REVULVING DUUR WILL REQUIRE
REWUORK OF ICE MELT TIE-IN

\BASEMENT.
TUBING IN CONCRETE BRIDGE. SEE

\EXIST. 1" HWS

& HWR UP

L

PROVIDE SLEEVE WITH EXPANDING
SEAL IN EXISTING FOUNDATION WALL.
(TYP. OF ALL PENETRATIONS)

TEMPERATURE AND
WITH CONDUIT TO

MOISTURE

ARCHITECTURAL DRAWINGS FOR
BRIDGE CONSTRUCTION. SEE DETAIL
2/H4 FOR PIPE & INSULATION
INSTALLATION.
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CONCRETE SLAB ————

PLASTIC TIE

STRUCTURAL
REBAR FOR
CONCRETE

WIRE MESH i
2" THICK 3500
INFLOOR PSI STYROFOAM
TUBING INSULATION BY

MECH.

MESH GRID BY
MECH.

2" THICK STYROFOAM
INSULATION

SECURE TUBING TO
MESH GRID OR STAPLE

BASE MATERIAL NSULATION

m TUBING INSTALLATION AND TIE-DOWN DETAIL
H4

N\

UNCRETE SECTION IN FRONT UF

SIDE ENTRANCE TUO THE EAST 0OF
THE REVUOLVING DUOUR WILL NUOT
BE REFPLACED.

CIRCUIT SHUT-OFF

VALVE (TYP.)

WALL MOUNTING

BRACKET (TYP.)

DRAIN' CONNECTION g
AIR VENT —

DRAIN CONNECTION —B

BALANCING VALVE !
(TYP.)

T

AIR VENT —

=1

=1

oo]

THERMOMETER

(TYP.) \ q

BALL VALVE

(TYP.)
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SUPPLY & RETURN LOOPS TO BELOW

FLOOR. SEE PLAN/SCHEMATIC FOR
NUMBER & SIZE OF LOOPS. (TYP.)

NOTES:

fs\ IN-FLOOR HEAT MANIFOLD DETAIL
H4

i/

1. INSULATE ALL PIPING ABOVE GRADE.
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